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three inches = one foot
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one and one half inches = one foot

one inch = one foot
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three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot
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one eighth inch = one foot
4
VEEHHHHEEEEET

0

DEMOLITION NOTES:
(THIS SHEET ONLY)

CAREFULLY REMOVE EXISTING FAN COIL UNIT AND TURN OVER TO
| GOVERNMENT. REMOVE VENTILATION AIR DUCT BACK TO MAIN DUCT AND
PERMANENTLY PATCH AND RE-INSULATE MAIN DUCT. SEE GENERAL NOTES
FOR ADDITIONAL REQUIREMENTS.

v ro CAREFULLY REMOVE EXISTING FAN COIL AND WALL MOUNTED THERMOSTAT
LS . @ X =l @ AND REINSTALL AS SHOWN IN NEW WORK PLAN. ALL VENTILATION AIR
P T S S TE DUCT BRANCHES MUST BE REMOVED, CAPPED AND MAINS RE—INSULATED.
Al =
= - . =1 OFFICE B | CAREFULLY REMOVE SMOKE VENT LOUVER AND REINSTALL AS SHOWN IN
< o 5 @ NEW WORK PLAN.
] _ . &) =
i o | e e | CAREFULLY REMOVE LOW LEAKAGE MOTORIZED DAMPER AND REINSTALL AS
C | <3> S | SHOWN IN NEW WORK PLAN.
[ | i |
oo 1/ - r—x (R o OFFICE , ' REMOVE EXISTING ABANDONED STEAM CONVECTOR IN ITS ENTIRETY.
o <1> @u | 0 1= @ N REMOVE ALL ASSOCIATED STEAM AND CONDENSATE PIPING. PIPING MUST
Q,H_L 3 = - | ——43 Hl | BE REMOVED TO BELOW FINISH FLOOR LEVEL.
i' e ‘ I > : r:"_:: === I
| \ WD -~ [5l° :'l_i{ CAREFULLY REMOVE EXISTING FAN COIL UNIT AND TURN OVER TO
bOH T " C 1= orrce | GOVERNMENT. REMOVE HWS/HWR AND CWS/CWR PIPING BACK TO MAINS
O : Ol [ 5fZ -~ ] FoE=ess T O] @ O AND PERMANENTLY CAP AT MAINS AND RE—INSULATE. COORDINATE
@ i e et I S . IS e o L 1NN | ) @ i > _ i _ _ _ N _ | _ REMOVAL OF COOLING COIL CONDENSATE PIPE WITH PLUMBING WORK.
i 7 Y N T Nt ' REMOVE VENTILATION AIR DUCT RUN OUT AND PATCH AND RE-INSULATE
g ~ TOFFICE VAN SN L | AT MAIN DUCT.
i i [ \\ // N : = :]
5 \ i R N QH—E OFFICE | CAREFULLY REMOVE EXISTING FAN COIL AND WALL MOUNTED THERMOSTAT
2 = - o J— i AND REINSTALL AS SHOWN IN NEW WORK PLAN. COORDINATE NEW
< | ] | COOLING COIL CONDENSATE DRAIN WITH CONDENSATE DRAIN PIPING
S | - MODIFICATIONS SHOWN ON PLUMBING DRAWINGS. ALL PIPE BRANCHES ON
\:\ i REMOVED UNITS MUST BE REMOVED, CAPPED AND MAINS RE—INSULATED.
\ T L I
LT QK- Q CAREFULLY REMOVE ELEVATOR MACHINE ROOM ROOF-TOP PACKAGE AR
g | = | CONDITIONER AND ASSOCIATED CONTROLS, RETURN DUCT SYSTEMS AND
; \j 3 SUPPLY DUCT SYSTEM AND RE-INSTALL ON NEW ELEVATOR MACHINE
0 i S0 N ROOM.
b | y o
DUCTWORK DEMOLITION DUCTWORK DEMOLITION
SRD FLOOR — MECHANICAL 4TH FLOOR & ELEVATOR ROOF — MECHANICAL
SCALE: 1/8" = 1'-0" 0o 4 & 16 SCALE: 1/8" = 1'-0” 0 & 8 16
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PIPING DEMOLITION PIPING DEMOLITION
SRD FLOOR — MECHANICAL 4TH FLOOR & ELEVATOR ROOF — MECHANICAL
SCALE: 1/8" = 1'=0" 0o 4 8 16 SCALE: 1/8" = 1'=0” 0 4 8 16
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